Laboratory Operations Requirements

Los Alamos .
Variance Form

HATIONAL LABORATORY

The requesting DDIPDICD (or POC) shall complete items 1-6.

1. Variance to LPR(s) or LIR{s) document number ].,lRZEE&CI.*—U'I

Title Seclion/Page
__LANL Engineering Standards Manual OST220-03-01 Chapter 78ection DS020/Page 23

2. Varanoe (Use conlinuation sheet f necassany,)

Permit existing self-luminous exit signs that fal or reach the end of their rated life o be replaced with self-luminous exit signs, Refer
to ESM Chapter 7, Section D3020, Paragraph 8.4-B.1

3. Justificalion [i.Fse confinualion sheet if necessary.)

ESM Chapter 7, Section D3020, Paragraph 8.4-B.1 requires that existing "trittum-powered” self-luminous exit signs that fail or reach
the end of their rated life be replaced with electrically-powered LED-type emergency exit signs. This typically 1s very costly becausc
it requires the installation of a general hghting circuit that complies with National Electrical Code section TO0L12(E),

4, Applicable compensaling measures (Use continuation sheet i necessary. )

The purpose of the requirement was to remove these exit signs that contwm radioactive tritium from LANL facilities to avoud possible
futune hazardous waste disposal costs. With this variance in place the remaining ESM requirements will continue to meet the intent in
a cost-cffective manner: (1) Self-luminous exit signs be replaced with LED-type emergency exit signs when the lighting system in an
area 15 renovated or replaced. (2) Electrically-powered LED emergency exit signs will be used in new facilities.

3. Mariance being requested for (specify dates or duration): April 1, 2004 and thereafler, Variance applicable to all facilities.

8. Requesting DOVPDGD {or designee) must sign this seclion of the variance raquest,
Hequesting DR/PIVOD {Print) Title Signature Date

David W, Powell ESM Chapter 7 POC I~ M %’%?’

The requesting DDIPDIOD {or POC) shalf forward a copy of the request form ta the Action DOIPDIOD (or POC) and a copy to
the LERPIESH-OIO, M3 C303.

The action DDIPDIOD (or designee) shalfl complete items 7-8 within 15 working days.

Wwhdsl B0
7. Varantce: M/#.ppmwed for a duration of peg 8 jey) : L_-I- Denied

B M"m:'f?nllp EJ Print) Title Signature ikie Data

two DL | STaveeep /3 /

POC) shall send a copy of the original form indicating approvalldenial to the requesting DO/PDICD
copy of the form to the LSRPIESH-0IO for record retention.

J oter {Use continuation sheel if necessarny. )

{
{or POC) and shall sen

9. Reguesting and AﬂtiunHrec’Eorﬁ concur with changes made to this request for variance: Date:

Requesting Director {sign) Action Directar (sign)

The DLD-OPS shall approveldeny the variance ifiwhen resolution is not reached at the requesting and action DDIFDIOD level,

10, Variance I:t Approved for a durattonol j Cenied I:.I Cther (Use continualion sheel if necassary.)

11. DLD-OPS (Print) Signalura Date

Form 1661a (3/00), LIR 301-00-02 (LSRP/ESH-0IC, OIC)



The Engineering Standards LIR requires variances to be approved by the
Standards Discipline POC, Standards Manager, and Chief Engineer prior to
submission to the FWO DL,

Because this Variance was initiated and signed by POC David Powell (on
behalf of two FMs), only the following additional signatures are required
before submission to Tony Stanford:

A e A

Aobin Oruch, Engineering Standards Manager/Date

al, FWO Chief Engineer

Please return original Variance to Tobin Oruch, M702, for distribution after
FWO DL action.



